CB TEST CERTIFICATE

Product

Name and address of the applicant

Name and address of the manufacturer

Name and address of the factory
Note: When more than one factory, please report on page 2

Ratings and principal characteristics

Trademark (if any)

Customer's Testing Facility (CTF) Stage used

Model / Type Ref.

Additional information (if necessary may also be
reported on page 2)

A sample of the product was tested and found
to be in conformity with

As shown in the Test Report Ref. No. which forms part
of this Certificate

Ref. Certif. No.

SE-100168

?IEC SYSTEM FOR MUTUAL RECOGNITION OF TEST CERTIFICATES FOR
'ELECTRICAL EQUIPMENT (IECEE) CB SCHEME

DC Power Supply, Type A

ALARMTECH SWEDEN AB
Box 7079
192 07 Sollentuna, Sweden

Same as factory

Alarmtech Polska sp. z 0.0.
ul. Kusocinskiego 3,
83-140 Gniew, Poland

See page 2

ALARMTECH

PSV 12**-**, PSV 24**-**

See page 2

IEC 62368-1:2014

1914233ST0O-001

This CB Test Certificate is issued by the National Certification Body

Intertek Semko AB
Torshamnsgatan 43

Box 1103

SE-164 22 Kista, Sweden

Date: 24 February, 2020

ntertek
Lo St e i

Leif Soderlund

Signature:
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Ref. Certif. No.

SE-100168

Ratings and principal characteristics

Input: 230VAC, 0.4A alt. 0.6A, alt. 0.7 alt. 0.9 alt. 1.7A, 50Hz, Class |
Output: 27.6VDC alt. 13.8VDC, 1.5A alt. 3.5A alt. 6.5A total max.
Battery capacity: 12V alt. 2x12V, 7Ah alt. 12Ah alt. 18Ah alt. 40Ah

Additional information

Explanation of models PSV 12**-** PSV 24**-**

The first “**" in the model name denotes max current output 1.5A, 3.5A or 6.5A. The built-in power supply module is
programmed per 100mA including max battery charging current.

The second “**" denotes the box the module is mounted in. The Boxes are called A1, B1, B2, and R1.

The product has also been checked according to EN 62368-1:2014 +A11:2017.

Date: 24 February, 2020 Signature: le¥ Sode_]—A
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